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Q.  Reference: Study, Section 7.2, page 31, table 11 1 

Preamble: 2 

 3 
“Thermal Upgrade of L23/L24 to 75°C conductor temperature”. 4 

 5 

Do the Capital cost estimates of 31.66 m$ and 153.15 m$ respectively include the cost of 6 

SC-3 or only of its commissioning? 7 

 8 

 9 

A. The capital cost estimates of $31.66 million and $153.15 million do not include any costs 10 

associated with Synchronous Condenser #3. 11 


