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Q: At page 36 Liberty states that the maximum import by the LlL to the lIS is 830 1 

MW delivered to Soldiers Pond, with 157 MW exported to the ML. Explain the 2 

conditions assumed for this maximum import to the lIS and export to the ML, 3 

and the basis for the difference from the Table IlI.4 estimate of 807.9 MW rated 4 

power delivered at Soldiers Pond and the lower amounts otherwise estimated 5 

for maximum export to the ML. 6 
 7 

 8 

A. See IC-PUB-020 for correction to table III.4. 9 


