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Q. (Reference Application) Please provide for each of the past 10 years the 1 
following information relating to NP’s mobile generating units: name, age, 2 
capacity, location, number of hours of operation, and the reason for 3 
operation.  4 

 5 
A. See Tables 1 and 2 below for the requested information.  6 
 
 

Table 1: 
Mobile Gas Turbine 2 (MG2) 

Year Age 
Capacity 

(MW) 
Run Time 
(Hours) Locations  Reason for Operation 

2023 4 5.5 95 Blaketown, 
Twillingate 

Avalon Support, 
114L/140L 

2022 3 5.5 85 
Blaketown, 
Glovertown, 
Botwood 

Avalon Support, GLV 
R&M Project, 134L 

2021 2 5.5 132 Blaketown, Fogo, 
Wesleyville 

Avalon Support, NLH 
Fogo, 116L  

2020 1 5.5 89 Blaketown, 
Twillingate 

Avalon Support, 
114L/140L 

2019 New 5.5 4 Blaketown Commissioning1  
  

                                                            
1  MG2 was placed into service in 2019. 
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Table 2: 
Mobile Gas Turbine (MGT) 

Year Age Capacity 
(MW) 

Run Time 
(Hours) Locations  Reason for Operation 

2023 49 6.7 24 Grand Bay 
Substation Support PAB Area 

2022 48 6.7 62 Grand Bay 
Substation Support PAB Area 

2021 47 6.7 12 Grand Bay 
Substation Support PAB Area 

2020 46 6.7 88 Grand Bay 
Substation Support PAB Area 

2019 45 6.7 84 Grand Bay 
Substation Support PAB Area 

2018 44 6.7 54 Grand Bay 
Substation Support PAB Area 

2017 43 6.7 43 Grand Bay 
Substation Support PAB Area2 

2016 42 6.7 88 Blaketown, Pulpit 
Rock 

Avalon Support, PUL 
59L 

2015 41 6.7 338 
Twillingate, 
Trepassey, 
Abrahams Cove, 
Lewisporte 

114L, 140L, 94L, 95L, 
410L and LEW dist. 

2014 40 6.7 196 
Holyrood, 
Blaketown, Grand 
Bay, Bell Island 

Duffs Black Start 
Support, Avalon 
Support, PAB Support, 
Bell Island Cable 

  

                                                            
2  MGT was relocated to Grand Bay Substation in 2017 and is no longer mobile.  
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Table 3: 
Mobile Diesel (MD3) 

Year Age Capacity 
(MW) 

Run Time 
(Hours) Locations  Reason for Operation 

2023 19 2.5 51 Grand Bay, 
Sumerford 

Support PAB Area, 
114L 

2022 18 2.5 61 Grand Bay Support PAB Area 

2021 17 2.5 120 
Grand Bay, Badger, 
St. Brides, 
Wesleyville 

Support PAB Area, 
GFS-06, DRI DUN-01, 
116L 

2020 16 2.5 222 
Grand Bay, St. 
Brides, Summerford, 
Trepassey 

Support PAB Area, 
DRI DUN-01, 114L, 
95L 

2019 15 2.5 391 
Grand Bay, Buchans, 
Trepassey, Brigus 
Junction 

Support PAB Area, 
NLH BUC, 95L, BLK-02 

2018 14 2.5 144 Grand Bay, 
Trepassey Support PAB Area, 95L 

2017 13 2.5 116 Grand Bay, 
Trepassey Support PAB Area, 95L 

2016 12 2.5 72 Grand Bay Support PAB Area 
2015 11 2.5 19 Grand Bay Support PAB Area 

2014 10 2.5 44 Grand Bay Support PAB Area 

 


